
41905Federal Register / Vol. 60, No. 156 / Monday, August 14, 1995 / Notices

rates exceeding the normal makeup capacity
during normal operating conditions. The
repair boundary established in Attachment 4
has been developed using the methodology of
RG 1.121. The performance characteristics of
postulated degraded parent tubes of HEJ
tube/sleeve joints have been verified by
testing to retain structural integrity and
preclude significant leakage during normal
and postulated accident conditions. Testing
indicates that postulated circumferentially
separated tubes which the repair boundary
addresses would not experience axial
displacement during either normal operation
or SLB conditions. The existing offsite dose
evaluation performed for CNP unit 1 in
support of the voltage based plugging criteria
for axial ODSCC [outside diameter stress
corrosion cracking] at TSP [tube support
plate] intersections established a faulted loop
primary to secondary leak rate of 12.6 gpm
using technical specification dose equivalent
Iodine-131 activity levels. Following
implementation of the criteria, postulated
leakage from all sources must not exceed 12.6
gpm in the faulted loop. Maintenance of this
limit will ensure that offsite doses would not
exceed the currently accepted limit of 10%
of the 10 CFR [Part] 100 guidelines. The
repair boundary uses a conservatively
established ‘‘per indication’’ leak rate for
estimation of SLB leakage. This leak rate is
applied to all indications left in service as a
result of the tube repair boundary, including
non-throughwall indications and a limited
number of indications of circumferential
throughwall extent.

For a postulated indication whose
performance is not characteristic of the test
and pulled tube data, and which would
experience axial displacement at the 95%
cumulative probability value following a
postulated SLB event with no operator
intervention, leakage would not be expected
to result in an uncontrolled release of reactor
coolant in excess of normal makeup capacity.

For the three pulled tubes and nearly 1,000
crack indications detected in the field, there
were no instances of degradation of
elevations, (multiple expansion transitions)
on either side of the hardroll expansion in
the same tube. This includes no instances of
non-detected degradation in the upper
hydraulic and hardroll upper expansion
transitions for the pulled tubes. One tube was
identified in the most recent Kewaunee
inspection with two separate circumferential
crack elevations within the hardroll lower
transition. Rapidly occurring degradation
would not be expected at the upper
transitions, based partly on the field
inspection results. The available inspection
results include two inspection programs
(1994 and 1995) at Kewaunee and one at
Point Beach unit 2 (1994). Through these
three inspection programs, approximately
11,000 HEJ sleeved tubes have been
inspected using advanced probes.

The portions of the installed sleeve
assembly which represent the reactor coolant
pressure boundary can be monitored for the
initiation and progression of sleeve/tube wall
degradation, thus satisfying the requirements
of Regulatory Guide 1.83.

The NRC staff has reviewed the
licensee’s analysis and, based on this

review, it appears that the three
standards of 10 CFR 50.92(c) are
satisfied. Therefore, the NRC staff
proposes to determine that the
amendment request involves no
significant hazards consideration.

The Commission is seeking public
comments on this proposed
determination. Any comments received
within 15 days after the date of
publication of this notice will be
considered in making any final
determination.

Normally, the Commission will not
issue the amendment until the
expiration of the 15-day notice period.
However, should circumstances change
during the notice period, such that
failure to act in a timely way would
result, for example, in derating or
shutdown of the facility, the
Commission may issue the license
amendment before the expiration of the
15-day notice period, provided that its
final determination is that the
amendment involves no significant
hazards consideration. The final
determination will consider all public
and State comments received. Should
the Commission take this action, it will
publish in the Federal Register a notice
of issuance. The Commission expects
that the need to take this action will
occur very infrequently.

Written comments may be submitted
by mail to the Rules Review and
Directives Branch, Division of Freedom
of Information and Publications
Services, Office of Administration, U.S.
Nuclear Regulatory Commission,
Washington, DC 20555, and should cite
the publication date and page number of
this Federal Register notice. Written
comments may also be delivered to
Room 6D22, Two White Flint North,
11545 Rockville Pike, Rockville,
Maryland, from 7:30 a.m. to 4:15 p.m.
Federal workdays. Copies of written
comments received may be examined at
the NRC Public Document Room, the
Gelman Building, 2120 L Street NW.,
Washington, DC.

The filing of requests for hearing and
petitions for leave to intervene is
discussed below.

By August 29, 1995, the licensee may
file a request for a hearing with respect
to issuance of the amendment to the
subject facility operating license and
any person whose interest may be
affected by this proceeding and who
wishes to participate as a party in the
proceeding must file a written request
for a hearing and a petition for leave to
intervene. Requests for a hearing and a
petition for leave to intervene shall be
filed in accordance with the
Commission’s ‘‘Rules of Practice for
Domestic Licensing Proceedings’’ in 10

CFR Part 2. Interested persons should
consult a current copy of 10 CFR 2.714
which is available at the Commission’s
Public Document Room, the Gelman
Building, 2120 L Street NW.,
Washington, DC, and at the local public
document room located at the Maud
Preston Palenske Memorial Library, 500
Market Street, St. Joseph, Michigan
49085. If a request for a hearing or
petition for leave to intervene is filed by
the above date, the Commission or an
Atomic Safety and Licensing Board,
designated by the Commission or by the
Chairman of the Atomic Safety and
Licensing Board Panel, will rule on the
request and/or petition; and the
Secretary or the designated Atomic
Safety and Licensing Board will issue a
notice of hearing or an appropriate
order.

As required by 10 CFR 2.714, a
petition for leave to intervene shall set
forth with particularity the interest of
the petitioner in the proceeding, and
how that interest may be affected by the
results of the proceeding. The petition
should specifically explain the reasons
why intervention should be permitted
with particular reference to the
following factors: (1) The nature of the
petitioner’s right under the Act to be
made a party to the proceeding; (2) the
nature and extent of the petitioner’s
property, financial, or other interest in
the proceeding; and (3) the possible
effect of any order which may be
entered in the proceeding on the
petitioner’s interest. The petition should
also identify the specific aspect(s) of the
subject matter of the proceeding as to
which petitioner wishes to intervene.
Any person who has filed a petition for
leave to intervene or who has been
admitted as a party may amend the
petition without requesting leave of the
Board up to 15 days prior to the first
prehearing conference scheduled in the
proceeding, but such an amended
petition must satisfy the specificity
requirements described above.

Not later than 15 days prior to the first
prehearing conference scheduled in the
proceeding, a petitioner shall file a
supplement to the petition to intervene
which must include a list of the
contentions which are sought to be
litigated in the matter. Each contention
must consist of a specific statement of
the issue of law or fact to be raised or
controverted. In addition, the petitioner
shall provide a brief explanation of the
bases of the contention and a concise
statement of the alleged facts or expert
opinion which support the contention
and on which the petitioner intends to
rely in proving the contention at the
hearing. The petitioner must also
provide references to those specific


